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2 ALL DIMENSIONS ARE APPROXIMATE. VERIFY EXACT DIMENSIONS IN FIELD.
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GENERAL STRUCTURAL NOTES

CONFORM TO THE FOLLOWING, EXCEPT WHERE MORE STRINGENT REQUIREMENTS ARE SPECIFIED.

o701

00703

00800

01002

02151

05121

05123

05124

07000
09001

TYPICAL CONDITIONS: TYPICAL DETAILS APPLY TO ALL CONDITIONS EXCEPT WHERE SHOWN DIFFERENTLY ELSEWHERE,

SIMILARITY: [F CERTAIN FEATURES ARE NOT FULLY SHOWN OR CALLED FOR ON THE DRAWINGS OR SPECIFICATIONS, THEIR CONSTRUCTION SHALL
BE OF THE SAME CHARACTER AS FOR SIMILAR CONDITIONS THAT ARE SHOWN OR CALLED FOR.

EXISTING CONDITIONS: VERIFY ALL EXISTING CONDITIONS AND DIMENSIONS AT SITE. BRING ALL INCONSISTENCIES TO TIE ATTENTION OF THE
DESIGN ENGINEER BEFORE PROCEEDING WITH THE WORK. ALL DIMENSIONS SHOWN ARE APPROXIMATE. DIMENSIONS SHIOWN ON THE
ARCHITECTURAL DRAWINGS WILL SUPERSEDE THE DIMENSIONS, IF ANY, ON THE STRUCTURAL DRAWINGS.

DESIGN LOADS: DEAD LOADS: ACTUAL IN PLACE WEIGHTS OF MATERIALS SHOWN ON THE CONSTRUCTION DOCUMENTS. LOADS PER [BC 2012
EDITION AND CBC 2013 TITLE 24. LIVE LOADS PER ASCE 7-10 TABLE 4-1 AND CBC 2013 EDITION.

LIVE LOADS
STAIRSLANDING = 100 PSF

SHORING AND BRACING: THE CONTRACTOR 1S SOLELY RESPONSIBLE FOR THE CONDUCT OF THE WORK INCLUDING ALL CONSTRUCTION METHODS
AND PROCEDURES, SITE SAFETY AND METHODS, DESIGN AND MATERIALS FOR TEMPORARY VERTICAL AND LATERAL SUPPORT OF EXISTING AND
NEW STRUCTURES.

STRUCTURAL STEEL: STRUCTURAL SHAPES: ASTM A392; STRUCTURAL PLATE: ASTM A36; HIGH STRENGTH BOLTS: ASTM A325, OTHER BOLTS: ASTM
AJ0T; ANCHOR BOLTS: ASTM F1554 WITH 2 DIA BOOK MIN.; PIFE COLUMN: ASTM A501, Fy = 36 KSI; STEEL TUBE: ASTM A500, GRADE B, Fy = 46 KS1.

SHOP DRAWINGS: SUBMIT SHOP DRAWINGS AND A SET OF REPRODUCIBLE SEPIA OR VELLUM, WITH CONTRACTOR'S APPROVAL ON FACH SHEET,
PRIOR TO FABRICATION.

FABRICATION: AND GRECTION PER AMERICAN INSTITUTE OF STEEL CONSTRUCTION SPECIFICATIONS FOR THE DESIGN, FABRICATION AND
ERECTION OF STRUCTURAL STEEL FOR BUILDINGS.

WELDING: PER AMERICAN WELDING SOCIETY "STRUCTURAL WELDING CODE - STEEL (ANSUAWS DI.1-83)" OR THE LATEST CODE. ALL WELDING
SHALL BE PERFORMED BY CERTIFIED WELDERS ONLY. WELD ALL AROUND ALL CONNECTIONS WITH WELD FULL THICKNESS OF THINNER
ADJOINING MEMBER, UNLESS NOTED OTHERWISE (UN.O.). ELECTRODE E70XX.

GALVANLZING: DOUBLY HOT DIP GALVANIZE PER ASTM A153 AFTER FABRICATION, ALL ITEMS TO BE GALVANIZED ANI MEMBERS EXPOSED TO
EXTERIOR WEATHER; PAINT TO CITY SELECT COLOR OVER OIL BASED PRIMER ON GALVANIZED SURFACE.

DECK WATERPROOFING: USE GACO DECK OR EQUIVALENT WATERPROOFING MEMBRANE ON TOP OF EXISTING CONCRETE DECKS, STEPS, AND
LANDINGS w/ 22 GA 2" X 2° GSM FLASHING AT EDQES: FOR GACO MANUFACTURER CALL 1-800-331-0195.

‘OBSERVATION: DESIGN ENGINEER RECOMMENDS OBSERVATION OF ALL WELDING AND FRAMING [N GENERAL.

THE CONTRACTOR SHALL KEEP THE PREMISES AND SURROUNDING AREA FREE FROM ACCUMULATION OF WASTE MATERIALS OR RUBBISH CAUSED
BY OPERATION UNDER THE CONTRACT. AT COMPLETION OF THE WORK. THE CONTRACTOR SHALL REMOVE FROM AND ABOUT THE PROJECT WASTE
MATERIALS, RUBBISH, THE CONTRACTOR'S TOOLS, CONSTRUCTION EQUIPMENT, MACHINERY AND SURPLUS MATERIAL. KEEP SITE BROOM CLEAN
AT THE END OF EACH WORK DAY.

STRUCTURAL ABBREVIATIONS:

A8, = ANCHOR BOLT FND = FOUNDATION SIM. = SIMILAR CP
BET. = BETWEEN FTG = FOOTING T 68 = TOP AND BOTTOM
EM. = BEAM G.B. = Cl E Bl T1.0. = TCP OF 76'x
BOT. = BOTTOM. HORIZ. = HORIZONTAL  TYP. = TYPICAL e 13
§ = CENTERLINE INV. = TED U.N.O. = UNLESS NOTED 40" (TYP) 1 1
CNT T = CONTROLJOINT  LL = UVE LOAD OTHERWISE i
CONC. = CONCRETE LOC. = LOCA VERT. = VERTICAL K K EK
CANT, = CANTILEVER MAX, = MAXIMUM V.AE.'= VERIFY IN FIELD
CONN'= CONNECTION N, = MINIMUM bl L W
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NOTES:

1. SEE ORIGINAL CONSTRUCTION DOCUMENTS FOR ADDITIONAL PLANS AND DETAILS,
CONTACT CITY OFFICIALS TO OBTAIN A COPY.

2. AL DIMENSIONS ARE APPROXIMATE. VERIFY EXACT DIMENSIONS IN FIELD.

3. ALL EXISTING STRUCTURAL ELEMENTS TO REMAIN UN.O,

4. NEW SUPPORT ANGLE/CHANNEL SHOULD BE SPACED NO MORE THAN 15"+ MAX.

5. (N) GACO DECK OR EQUIVALENT WATERPROOFING MEMBRANE ON TOP OF (E) CONCRETE DECKS,
STEPS & LANDINGS w/ 22 GA 2" X 2" GSM FLASHING AT EDGES: FOR GACO MANUFACTURER CALL 1-800-331-0196
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5. {N) GACO DECK OR EQUIVALENT WATERPROOFING MEMBRANE ON TOP OF (E) CONCRETE DECKS,
STEPS & LANDINGS wy 22 GA 2 X 2° GSM FLASHING AT EDGES: FOR GACO MANUFACTURER CALL 1-800-331-0196
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